INDIAN INSTITUTE OF TECHNOLOGY, KANPUR .
INSTITUTE WORKS DEPARTMENT I *])\\JrIDﬁ/S
CENTRALI OFFICE Doded - 23\a\24

Subject: Annual operation & maintenance of Sump wells, Sewage Treatment
Plants & Effluent Treatment Plant situated at various places in the campus i/c
cleaning of chocked drains & manholes in the entire campus, Infrastructural
repairing & maintenance and repairing of all pumps & motors installed for

wastewater management at IIT Kanpur

The queries submitted on the tender document for the subject work up to the
Pre-bid meeting held on 13.09.2024 and clarifications from Institute side are as

tollows:
5. Que Clarification
No. =
|
[I | Firm1
1. There is no detail provided in the tender document | The list of preferred

makes for the supply
items shall be as per
Annexure “‘A’.

regarding preferred makes of supply items.

2. In the scope of work for Day-to-day repairing &

maintenance/management of waste-water network at

| point no. 2(V), page 34, there is mention of annexure ‘A’
,1 but there is no such annexure found in tender document,

II. i Firm 2

The “Annexure ‘A’
may be read as BOQ.

| 1.There is no dlarification on the material required for | Al such material
! Infrastructural repairing & maintenance/management | required, if any, shall

of waste-water network bevond the list of material to be | be arranged by the
Institute except

| contingency/day  to
day vpetty items as
| mentioned in tender

supplied as per BOQ.
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Annexure A’
LIST OF PREFFRED MIAKE FORSUPPLY ITERS
S No. [Item — ,
Description ::::'{:2”“”
—< alve 20 mm Zolotofl eatur J¥artar
3 |Brass Ba|| Vavle 25 mm e Zolutel atler Y artar
4 |Brass Ball Vavle 37 mm o Zolotefleatlen [¥artar
> __|Brass Ball Vavle 40 mm T 2ol esidest f¥ ar g
6 |Brass Bal| Vavle 50 mm Nzoloteft eader Y artar
7__|Brass Ball Vavie 65 mm |zolotoficaderfYartan
8 _|Brass gate valve 15 mm |polotofreadenfYartar
9 |Brass gate valve 20 mm _|Zoloto/Leadar/Kartar
10 |Brass gate valve 25 mm _{Zoloto/Leader/Fartar
11 |Brass gate valve 32 mm Zoloto/Leader/Yartar
12 |Brass gate valve 40 mm LolotofleadarfYartar
13 |Brass gate valve 50 mm zolotofLeader/Yartar
14 |Brass gate valve 65 mm Zoloto/Leader/Kartar
15 |Brass gate valve 80 mm Zoloto/| ‘",",&?/K'!”jy s, - Y
16 |Anticorrosive paint Asian Paints/ Burger/Approved aguivalent rmae
17_[C1. Pipe (LA Class) 80 mm KouprL/ ”""’t'"_”A"‘f_';’M{"f._’V,',,“(,’"','" aeyuisalent ke
18 |C.I. Pipe ( LA Class) 100 mm KDUPL/ Electrostesl/Approved etuivalent maye
19 |C.I. Pipe ( LA Class) 150 mm KbupL/ "l‘-"t'_L’",f,'!"’,‘,’,l/(_*f’,f{',“"”'_’ etjuisalent raye
20 [C.L fittings S&S KourL/ [1l‘.'clm',lt:t:l//)ﬂ:i(:_\ﬁ;il“t_g;_lit/;g'_l‘c:v‘r‘rn{ fave
21 |C.l. Flanged fitting KbureL/ [-jI«.:clro',l,c:t:l//\pprr;‘-/tv(}_g{_;}:’ii/glf;r»;t fliaker
22 |Pig Lead Approved rnnkﬂgg&_nljtﬂ.'/‘w_
23 |C.l. Sluice Valve 100 mm, Class -I Zoloto/Kartar /511 e
24 |C.I. Sluice Valve 150 mm, Class -I| Zoloto/Kartar/5IH
25 |C.l. Footvalve 50 mm Approved mnkr,-/qunﬁ?\/m_*~‘ -
26 |C.l. Footvalve 65 mm Approved ulukc:/(ﬁi;fi?\/‘avﬁ B .
27 _|C.I. Footvalve 80 mm Approved make/quality T )
28 |C.I. Footvalve 100 mm Approved rrmkt,-/qlmlilr‘h - R
29 |C.l. Footvalve 125 mm Approved muke/qmwﬁugg .
30 _[C.I. Ball Valve 25 mm Approved make/guality I
31 _|C.I. Ball Valve 20 mm Approved make/quality I i
32 _|CPVC Pipe 100 mm, Schedule 80 Astral/ Prince/Supreme
33 _|CPVC Elbow 100 mm, Schedule 80 Astral/ I'rirncs:mﬁz;ﬁ;b\m o
34 _|CPVC Socket 100 mm, Schedule 80 Astral/ Prince/Suprerme I
35 |CPVC MT Socket 100 mm), Schedule 80 mﬁﬁjﬁ‘,ﬂfmw“‘"‘"
36 |CPVCFT Socket 100 mm), Schedule 80 Astral/ Prince/Supreme e —
37 _|CPVC Coupling 100 mm, Schedule 80 Astral/ Prince/Supreme T —
38 _|CPVC Flange 100 mm , Schedule 80 \mﬁ;,;;;,r“*%“ —— —
2 {UrvC i 125 m, 35 o/ s e ——
Bes mm, 15 kg/ Sq.cm Astral/ Prince/Supreme o —
41 |UPVCElbow 125 mm, 15 kh/ Sq.cm Astral/ Prince/Suprome e
42 |UPVC Socket 125 mm, 15 kh/ Sq.cm Astral/ ‘,ri,‘c(z/,ﬁ"“f“‘f“““'*~-~~—~~—~w e
43 _|UPVC MT Socket 125 mm, 15 kh/ Sq.cm Astral/ Prince —LLoe e
44 |UPVCFTsoct - 5tri ,(A/Juprmm:_ -
OCket 125 mm, 15 kh/ Sq.cm Astral/ Prince/Suproeme ee—— -
|45 _|One step Cpvc/ Upyc solution adhesive A = .Jr"“ T ——
26 W 2pproved make/qguality e
a7 WM@I& ——
23 W?OICJKM Leader/ Kartar —
\ Zoloto/ Leader/ Kartar )
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range: 20-50 A, Cat. No. CS91651LHGO

L SU G Hanged (ll.tpl\r.lun v,,f{j,f “A)“u-o—!_n '
S2  |PVC suction Pipe 80 mm (fwlu/iblt-v) ' Weaiint 1 st Juslity
53 |PVC suction Pipe 65 mrm (Flezibile) Vit 1) e/ yuslity
54 |PVCsuction Pipe 50 mm (Flesible) o U I 2 DRI
S5 |Nut & Bolts Pyt 1w skesfuslity
56 |Rubber insertions/Packing &0 J/ Pty 1e 1ka foy; ;h'/
57 |Rubber insertions/Packing 100 i /i pir e o uur://qu-;ln/
58 |Rubber insertions/Packing 150 rmm Lyt s sy ity
59 _|Spun Yarn for lead joints /‘r/w;;;-d mm'/qu ;ln/
60 |Starter/controller, Model:MU-G105 (DOL), reday ranye L4 T o spproyed woulyglent m;ro
4-22 A, Cat. No. CS91205DNDO
61 |Starter/controller, Model:MU-G20HS (FASD), relay L% T or spproved equivslent ke
range: 13-42 A, Cat. No. CS91532CHFO
62 |Starter/controller, Model:IMU-G205 (FASD), relay 7

L2 T or approyed l:qui'/:;l:;nl m;)!ag- o
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